
1.25" High Density Series 125 Pipe
Reverse Parallel Circuit
Each Circuit 500' Long

2" Reverse Parellel
Return & Supply Header Pipe

2"
cap

18-24”

Fusion Couplings
Same for all 3 circuits

(if required)

Supply from System

Return to System

Each Pipe Circuit
must be the same length

Trench Width
for 2 pipe
(18 - 24”)

2"
cap

Trench Width
for 3 pipe
(36 - 48”)

Minimum Sweep
Radius 6'

Header & Circuits

2"X2"X1.25" Coupling

1.25” to 2" Header Pipe

36 - 48"

2" Cap

Return to
System

Header & Circuits

500'

000"

18 - 24"

18'18'18'

Supply from
System

18 - 24"

Vertical Loop
Standard 1.25” - 2 or 3 Pipe Trench


